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5ND LANTDIV 9-4730/6 (Rev. 8/68)
Boiler Inspection Addendum to NAVFAC 9-11014/41

DATE: 11 J.y 1979

ACTIVITY:

BUILDING NO 1700 BOI

Based on the existing condition and present rate of deterioration, itis estimated that the boiler has a remaining life of

/ 5 or more years /___/ ( ) years

The following corrective action is recommended:
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FROM:

OPNAV J26/144 (RE:V. $.0)

$/N-0107-778-8099

DEPARTMENT OF THE NAVY

Memorandum
General Foreman, Steam Generation

DATE:
11370
19 3-1 1979

TO: Director, Utilities Division

suj: Replacement of Throat Tile n Boilers, Bldg 1700

i. Boilers have been giving trouble forthe last two or three years. Therehas been problems with heavy carbon buL1d up around throat and down thefront of boL1er. We have also had trouble with Impengeent of tubes andflame hlttlngalls in back of furnace. Boiler air flow has been checkedand ne guns and nozzles have been nstalled to correct situation. Guns(ne) have also been moved in and out of blast tube to try to get rid ofmpengeent problem, but nothLng sees to help. We have suspected forquite some tme that this situation was due to the shape of the throat.After careful observation and measurements, I feel sure that the throattile is hat is causing a11, or most of our trouble.

2. Heasureents were taken n Boiler No. 3, Ich indicate that the throatneeds replacing. According to Print 4AB-3349-1 by Riley Stoker Corporation,throat measurements are 6" from throat ring to where flare in tile starts,18" from throat rLng should be 48" n diameter which is the overall dropof the tile. The measurements for Boiler No. 3 are: 8 to 10" from throatring to where flare starts, 24 to 28" from throat ring, and 45" in dame-tern Due to cracks and patching, there is very llttle uniformity inthroats. With this situation as is, and if not corrected n the nearfuture, we will most llkely have to cut back on boiler load due topengement. Presently on No. 2 Boler, around 78,000-80,000 pounds ofsteam is all we can run due to flame hitting back walls; we are nousing 85 nozzles.

OLON L. WETHERINGTON
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